
LESS THAN 15' DEEP

ELEVATION

PLAN VIEW

A MINIMUM 6" DIA. PIPE

CLEANOUT SHALL BE

INSTALLED WITHIN SEVEN (7)

FEET OF OUTSIDE BUILDING

WALL. A PLUG SPECIFIED BY

THE PIPE MANUFACTURER

SHALL BE USED TO ENSURE

100% WATERTIGHTNESS.

7' FROM

BUILDING

(MAX.)

45° BEND

45° BEND

RIGHT-OF-WAY

OR EASEMENT

LINE

SERVICE WYE

1" METAL LOCATOR

ROD OR MAGNETIC

TAPE

SERVICE WYE

TRUNK LINE

  BUILDING

SEWER MINIMUM

SIZE = 6"
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MIN. FALL = 2%

(1/4" PER FOOT)

BELL HOLES SHALL

BE PROVIDED UNDER

PIPE

NOTES:

1. COMPACTION OF GRANULAR BACKFILL IS CRITICAL UNDER WYE AND BEND.

2. WYES SHALL BE USED FOR ALL MAINLINE PIPE LESS THAN 15'' IN DIAMETER.

SHALLOW SERVICE CONNECTION
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